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The focused feasibility study and interim ROD did not discuss or include
electricity costs for operation of VI mitigation systems. The addition of energy
costs for 30 years increases and deviates from the original projected O&M costs
for the interim VI remedy by over 70%. The Draft Basis of Design report provides
no explanation for the addition of electricity costs and no details on how the costs
would be parsed out for individual property owners. Please explain why energy
costs are now being included and why VI mitigation systems are being projected
to run for 30 years instead of 15 years.

2. Appendix C, Preliminary Cost Estimate, Table C-1. The table lists a 15%
contingency of $139,987 for capital costs but does not include the 15%
contingency amount of $830,921 that was added to the O&M costs in Table C-3.
Please check Table C-1 and revise as needed.

If you have any questions, please contact me at (937) 285-6065 or by email at
Scott.Glum@epa.ohio.gov.

Sincerely,
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Scott Glum
Site Coordinator
Division of Environmental Response and Revitalization
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ec. Mark Rickrich, DERR/CO
Gavin Armstrong, DERR/CO



